State of California
AIR RESOURCES BOARD

Executive Qrder G-70-1072

Certification of a Stage 1 Vapor Recovery System for Herizontal,
Cylindrical, Aboveground Gascline Storage Tenks Less Than
40,000 Gallons Capacity

WHEREAS, the Air Resources Board {the "Becard") kas established, pursuart to
Sections 29600, 35€01, and 41954 of the Health &nd Safety Code, certification
procedures for systems designed for the control of gasoline vapor emissions
displaced during the filling of storage tanks at service staticons ("Stage I
vapor recovery systems") in its "Certificatior Frocedures for Gascline Vapor
Recovery Systems at Service Stations” as last amended December 4, 1981 (the
"Certification Procedures”), incorporated by reference in Section $4001 cf
Title 17, California Adnministrative Code;

WHEREAS, the Board has established, pursuant to Sectjons 39600, 39601, and
41954 of the Health and Safety Code, test procedures for determining
compliance of Stage 1 vapor recovery systems with emission standards in its
“Test Procedures for Determining the Efficiency of Gascline Yapor Recovery
Systems at Services Stations" as last amended September 1, 1982 (the "Test
Procedures"), incorporated by reference in Secrion 24000 of Title 17,
California Administrative Code;

MOW THEREFOPE, IT IS HEREEY ORDERED that this certification applies to
aboveground horizontal cylindrical gasoline storage tanks less than 40,000
gallons capacity. The systen certified hereby is shown in Exhibit ]
attached. Air Resources Board certified components from Exhibits 1 thru 3 of
Executive Order G-70-97-A are to be used.

IT IS FURTHER ORDERED that compliance with the rules and regulations of the
Tocal air pecllutien control district where the installed system is located,
shall be made a condition of this certification.

IT IS HEREBY ORDERED that the use of a PV valve shall require the prior
approval of the local fire chief, and that the tanks and piping shall comply
with the appropriate General Industry Safety Orders and in particular the
previsions of articles 144, 145, and 146 thereof.

IT IS FURTHER ORRERED that compliance with the applicable certification
requirements and rules and regulations of the Oivision of Measurement
Standerds, the State Fire Marshal's Office, and the Division of Industrial
Safety is made a condition of this certification.



IT IS FURTHER ORDERED that the system certified hereby shall in actual use
return to the delivery tanks a minimum of 95 percent by weight of the gasoline
vapors displaced from the aboveground horizontal cylindrical storage tank.
Compliance with this criterion shall be a condition of this certification; and
if not met, shall constitute grounds for revocation, suspension, or
modification of this certification;

IT IS FURTHER ORDERED that any alteration in the equipment parts, design, or
operation of the system certified hereby is prohibited and deemed inconsistent
with this certification, unless such alteration has been approved by the
undersigned.

Attachment



(€ % ¢ SHALYXI) Y-£6-0/-9 49P4(0 dALINISXY

885 syue3 abes0ls 404 juawdinbs As2A0034 Jodea T 8bBRLS [PLXROD POLJLIASD PABOG S324N0S3Y ALY 40 Buljsi| e Jod

"G
(€% 1 STLALUXT) Y-/6-0/-Y9 J48PA(Q BALINIDXT 335 Syue] 3beJ0}s
40} saA|eA Ad pue juBwdinbd A4sA0294 JodeA JuLod-om) | 96e]S pPaLLLIIED pUeOg SIDANO0SIY JLy 40 BULGSL| © 404 ¢
T39LUD 30LA3SLQ BdL4 [BD0} 9yl Aq poarouadde
pue pelsL| S3L40]1RA0GRT SUASFLAMABPUN PUR UOLJe[[RISUL YJLM PBLJLIA8D PUBOY SIDUN0SIY ALY 99 ISNW SIA[RA Ad LLY °€
*(abneb)
your auenbs aad souno | - jo bulljes wnnoea e pue (s8bnef) youp aaenbs aad saduno g+ 40 BUL}IBS Bunssadad wnwLu LW
B YILlM 9A|BA 43L|B4 Ad B Y)LM 3|qijedwod aq 03 paubLsap aq |[eys sd4aulejuod abeaols sul|oseb punoub aroge maN 2
*S43ULeIU0D MBU JO4
Se awes syl aq [|eys Builles wnnoea-9yl "SS3| SI J@ABYOLYM ‘(abneb) your suaenbs dad s$8UNO g 4+ 40 B)BJ BUNSSBAd
bulaom ubLsap s, J49ulejuod ay3 O Jud43d (06 40 BULFIBS JAL|3A 34NSSDAd WNWLULW © YILM @A[RA Jal|ad (Ad) wnnoea
-aunssadad e Yitm paddinbs aq | |eys uoLlesl}11uad 03 323(gns sdauleluo) abedols auijoseb punoubaroge bBuilsixg "l
MITA NOILVAIT3 FSILOM

'3014351Q 34k [e20]

"Alioede) suolleg Qoo Oy
quef abedols |edldpul|AY
[BIUGZLAOH punodbaroqy.—s

Aq padainbad se Burajea
Yiim adid 33[3no quel

T10143sL(] 84t |e20| Aq b
paaoddde Jajawelp yrim Adid uap —> _ ‘G 910N 99 WHISAS AUBACDDY
; ; : y 4o0dep 1 abeis [eLXBRO) 404
- "t 930N 995 WR1ISAS AUDA0DIY
rm\ T~ Jodep T 8b6eIS JULO4 OM] 404
: _r A 7
"30L4381LQ r% F "t R4} | Se30N 83§
94l |ed0]| Ag paJatnbaa JL 40 e SALRA JaLl 9y
940l 40 ¢ S Jdjoweip adid ffffi‘E::um>-mL:mmmLm

JUIA BYT JL AOISIALY Ble| 4

201-0/-9 48pAQ BALENI3X]
L LTY9IHX3





